Generator Building Area PWC | Manufacturer Model Serial Voltage| KW | KVA | Owner| Fuel |Fuel Tank| Diesel
Location Function Serviced Number Number Number Type | Size (Gal)| Mechanic
A128 BOQ Radio equipment [ 058261 | Luke Shore E6570 730-1207 6E74 120/208] 45 C [Diesel| 1,000 [Carrington
A81 NAVFAC-MA Admin/CoC 021883 | Ideal Electric SAB 257130 120/208| 100 C |Diesel 200 [Carrington
AMF3 Ammo Mooring Lighting 021929 Detroit 10337005-L133552 3A0100419 120/208| 150 C |Diesel 250 Robare
B30 NAVSTA FD Cmd/EOC 2nd/3rd Deck 032466 | Catepillar 3306 6YR03008 120/208| 230 | 288 C |Diesel 500 Robare
BEN154 Fire Station Building 020694 USM 15D18 340324-3 120/208| 15 [18.75] C |Diesel 80 Robare
C9 Theater/Food Court Theater 030242 Onan 60DGCB (G930514649 120/208| 60 | 75 C |Diesel 500 Robare
CA482 Brig Cells/Lighting 020695 Generac 88A02319-S 886745 120/208| 60 | 75 C [Diesel Carrington
CA482 Brig Cells/Lighting 098088 | Allis Chalmers BBI 1-5343-42597-1-1 208/240] 50 | 62.5 C |Diesel Carrington
CAGB Detroit F045-9301 P43891/11 120/208| 65 U [Diesel 500 Robare
CAR1 Generac 91A01917-S 996159 277/480] 150 |187.5( U [Diesel 400 Robare
CD2 Dispensary Clinic 081000 Catepillar SR-4 /3306 46BS801 120/208| 180 | 225 C [Diesel Carrington
CD3 Dental Clinic 083088 Detroit 10637000 6A0396610 277/480| 90 C |Diesel Carrington
CD7 Commissary Refrigeration 029868 Detroit NA EC19057 480 45 |56.25[ C [Diesel 50 Robare
CEP4 Utilities Lift Station Onan 150DGFA D920461905 120/208| 150 | 188 U [Diesel Carrington
CEP9 Environmental OW/WOQ Xfer pump Onan 400FD65034AAW CB-96833-1/23-1 277/480| 115 U |Diesel 500 Carrington
CEP161 Public Safety Police Ops Ctr. [ 028813 Winco PSS20000/A 59252-F94 120/208| 18 C |N.Gas NA Robare
CEP172 (167) 77?7 ads Generac 90A03804 994147 120/208| 75 | 93.7 U [Diesel 50 Carrington
CEP186 Utilities Lift Station Fermont Div 1250A-03 A44043UL 277/480| 115 | 144 U [Diesel 250 [Carrington
GATE22 Public Safety Gate House 097270 Onan 305-0347 L3733L3767 208/240| 20 C [Diesel 27 Robare
GATE3 Public Safety Gate House 097266 Onan 20DL4L271760 CA80105205 120/208| 20 C |Diesel 27 Robare
GATES3A
GATE4 Public Safety Gate House 097268 Onan 20DL4L24892D 5880123807 120/208| 20 C |Diesel 27 Robare
GCATRL Air Operations Flight Control 095800 | Army Military MEP-006A FZ-03122 120/208] 60 C [Diesel 350 Robare
H9 (Z133) NAVTRANS Tracking System Onan 80.0DGDA-L/3133A K870946611 120/208| 80 | 100 C |Diesel Robare
KBB Naval Station IT Server Farm | 024702 Catepillar 3316 2SG00796 480 125 | 156 C |Diesel 150 Robare
LAG110 Air Operations Helo Tower 08079 Lima 2834-0810 A434680 230/480| 60 [ 75 C |Diesel 250 Robare
LF4 Utilities Lift Station Catepillar 95A03248-S 2021800 120/208| 75 U [Diesel 200 Robare
LP112 091231 Stamford MV734A L9400 4160 [ 300 [ 375 C |Diesel| 1,000 Robare
LP166 Public Safety Fire Station 091225 Generac 87AG2832-S 860760 120/208| 80 | 100 C [Diesel 250 Robare
LP209 Air Operations Runway Lights 083550 GM E7293 1B 80 4160 | 250 | 313 C |Diesel| 1,000 |Carrington
LRBC NAVFAC HQ Building A Onan 350.0 DHB-17R/17118B F760138932 277/480| 350 | 438 C |Diesel Robare
N25A TSC Norfolk Trainers 097330 Kato 100SR2E 64085 277/480| 100 | 125 C |Diesel 500 [Carrington
N26 NCTAMS Phone Exchange | 033577 Delco 248-6-48 1-422 450 60 | 75 C [Diesel| 1,000 [Carrington
N26 ROC
N26 Basement 7777
N26 Public Safety EOC 091192 Detroit F0659300 J 9565/1 120/208| 75 | 93.7 C |Diesel 500 Robare
N26 NAVSTA Command Suite | 095220 Onan 100DGDB 1960615875 120/208| 100 | 125 C |Diesel 200 Robare
NH12A 022022 Kohler 180RO7J71 302641 480 | 180 ] 225 C |Diesel 500 [Carrington
NH139 Fleet Inteligence IT/Facility 1 Catepillar BEMAC IlI 1-78-2540-31 208/416| 350 | 438 C [Diesel Robare
NH139 Fleet Inteligence IT/Facility 2 Catepillar BEMAC IlI 2-78-2540-31 208/416| 350 | 438 C |Diesel Robare
NH139 Fleet Inteligence IT/Facility 3 Catepillar C [Diesel Carrington
NH142(74) | Naval Support Activity CoC 095997 Generac 91A03342-S 2000628 120/208| 80 | 100 C |Diesel 80 Robare
NH154 033506 | Catepillar 3408 6DA0095 208 [ 310 388 C |Diesel 500 [Carrington
NH19 1 Catepillar 3412 5NA06432 208 | 425 531 C |Diesel| *667 Robare
NH19 2 Catepillar 3412 5NA06433 208 | 425 531 C |Diesel| *667 Robare




Generator Building Area PWC | Manufacturer Model Serial Voltage| KW | KVA [Owner| Fuel |Fuel Tank| Diesel
Location Function Serviced Number Number Number Type | Size (Gal)| Mechanic
NH19 3 Catepillar 3412 5NA11059 480 | 500 | 625 C |Diesel| *667 Robare
NH26 028159 Catepillar 3408 6DA03874 208 [ 332 415 C |Diesel 400 Carrington
NH31 095797 Catepillar 91A01917-S 996159 277/480) 150 |187.5( C [Diesel 150 Robare
NH34 024704 Stamford UCI224C16 486216 240 30 C |Diesel 100 Robare

NH35(34) 093058 Detroit F0459103 P1817-05 240 35 C |Diesel 80 Robare
NH36 032342 Onan 60DGCB K920490642 120/208| 60 | 75 C |Diesel 100 Robare
NH41E 035001 Empire 1500DGW-8E 465-154 120/208| 150 [187.5] C |Diesel 150 Robare
NH8 028161 Catepillar 3304 9AB04019 480 | 125] 156 C |Diesel 250 Carrington
NH8 028163 Kohler 100ROZJ81 304626 120/208| 100 | 125 C |Diesel 125 Carrington
NH8 028165 Kohler 100R0OZJ81 304628 120/208| 100 | 125 C |Diesel 125 Carrington
NH94 CNRMA Electrical for NH95 1 GE ATI 8431224 11,500 [2000]{ 2500| C |Diesel[ 19000* | Knowles
NH94 CNRMA Electrical for NH95 2 Fairbanks Mot. TGZJ 502423RI 11,500 [1000]{ 1250| C |Diesel[ 19000* | Knowles
NH94 CNRMA Electrical for NH95 3 Kato 2000SS90 72996 11,500 [2000]{ 2500| C |Diesel[ 19000* | Knowles
NH94 CNRMA Electrical for NH95 4 Ideal Electric SAB 333476 11,500 [2000]{ 2500 C |Diesel[ 19000* | Knowles
NM154 Ordnance Facility 081394 Empire 1500DKW-A3 380-108 277/480| 50 C [Diesel Carrington
NM176 Ordnance Facility 081368 Lima 3170-0811 AGT72717F 277/480| 90 C |Diesel Carrington
NM72 NCTAMS Facility 091229 Catepillar 3208 6JA01586 208 [ 150 [ 188 C |Diesel| 1,100 Robare
NM75 NCTAMS Facility 070609 | International BRF-250 69466-1 120/480| 75 C |Diesel 500 Robare
NM81A NCTAMS Facility 021858 Onan 60DGCB A980677849 240 60 C | Diesel 500 Robare
NOR140 NAVSTA Shore Patrol 030240 Generac 90A02674-S 992909 120/208| 30 | 37.5 C |Diesel 250 Robare
025 TSC Norfolk Training 021863 Onan 75.0DYC-15R/26531K B840698122 208/120] 75 | 93.8 C |Diesel 800 Carrington
P68 Utilities CoC Generac 3285B-1263B AD 203992 SPE 208/416| 125 | 156 U [Diesel 150 Carrington
Q81 Utilities Lift Station Onan 400EDG5034AAW CB96833 IA95-2 277/480| 115 U [Diesel 500 Carrington
Q95 Empire no nameplate 277/480] 105 U |Diesel 500 Carrington
R43 Public Safety Fire Station 093069 USM 15D18 340324-2 120/208| 15 [18.75] C |Diesel 80 Robare
SDA332  |Child Development CTR| Facility 097334 Marathon | 432RSL2016A-MOOO-W TN 3441257 120/208| 230 | 288 C |Diesel| 1,000 |[Carrington
SP368 Utilities Lift Station Empire 1000DGW-8E 483-127 120/208| 100 | 125 U [Diesel
SP65 Utilities Lift Station Delco E5225RA 13H64 120/208| 150 U [Diesel
SP77 Air Operations TACAN 083572 Condec 3166-0009 BA14238CK 120/208| 45 | 56 C |Diesel 250 Robare
SP97 Utilities Lift Station Empire 20BTDC YD3449986D2300TX275[120/208| 75 U [Diesel 500 Robare
T26A AIRLANT CoC 021876 C | Diesel 250 Robare
U117 METOC Facility 091230 Catepillar 3412 6EAO1187 120/208| 425 | 531 C |Diesel| 1,500 Robare
U130 Utilities Lift Station Empire 800DGW-8E 379-126 120/208| 80 | 100 U [Diesel 500 Carrington
V64 Combat Camera Crypto Storage [ 021878 GE 5SJ4449P24Y41 HF354081 120/208| 175 | 219 C |Diesel 500 Robare
V66 Utilities Pump Station U |Diesel 250 Carrington
V82 Hometown News Facility 021880 Onan 20DL4 L33419E E890241125 120/240| 80 | 100 C |Diesel 80 Robare
W143 NMCI Server Farm
W143 NMCI Server Farm
W143 FISC CoC
W146 Public Safety Fire Station 093070 USM 15D18 340324-1 120/208| 15 [18.75] C |Diesel 250 Carrington
W313 Port Operations Port Ops 029897 DMT DMT-800 91192B-1 120/240| 80 | 100 C |Diesel 200 Carrington
W385 Utilities Lift Station Onan 400FDC5034AA CB-96833-1/25-3 120/208| 115 | 144 U [Diesel 500 Carrington
W5 COMSECFLT Facility
2140 NAVFAC-MA CoC 032414 Onan 100DGDB E940544203 120/208| 100 | 125 C |Diesel 200 Carrington

* AppxX.




